Robust characterisation of the thermal performance of buildings from in-situ measurements requires error analysis to evaluate the certainty of estimates. A method for the quantification of systematic errors on the thermophysical properties of buildings obtained using dynamic grey-box methods is presented, and compared to error estimates from the average method. Different error propagation methods (accounting for equipment uncertainties) were introduced to reflect the different mathematical description of heat transfer in the static and dynamic approaches.
Introduction
It is essential to understand the energy performance of the building stock to significantly reduce its associated energy demand and meet climate-change mitigation and carbon-emission targets [1] . In this regard, a number of software tools and calculation methods [2, 3] have been developed to forecast and evaluate the energy consumption of buildings both at stock ( e.g., for policymaking applications) and building scales ( e.g., to issue energy performance certificates or evaluate retrofitting interventions). However, several studies [4] [5] [6] [7] [8] have shown a performance gap between simulation outputs and as-built thermal behaviour of buildings, identifying the thermophysical properties of the building envelope as one of the most important causes of uncertainties in energy performance models [9, 10] .
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for novel (or improved) standardised diagnostic tests and robust analysis methods has been identified as a priority to ensure consistency and repeatability of outcomes [11] [12] [13] [14] . Within this context, a wider use of in-situ measurements for the estimation of the thermophysical performance of the building fabric has been identified as key to tackle the problem [11] . However, stationary methods (particularly the average method [15] ) are currently still the most common approaches adopted for the characterisation of the as-built thermophysical properties of building elements [16] , effectively limiting an extensive use of in-situ measurements for large-scale applications. The steady-state assumptions underlying stationary methods imply time-independent thermophysical properties of building materials, constant boundary conditions, and neglect heat storage effects [17] . Since these conditions are very unlikely to be achieved on site, stationary methods require long monitoring periods and large temperature differences (pref erably above 10 °C [18] ) between the two sides of the element surveyed to minimise the error introduced by neglecting dynamic effects and provide useful estimates [15, 19] . Dynamic methods ( e.g. , [20] [21] [22] [23] [24] ) may be able to overcome some of these limitations by accounting for the dynamic fluctuations of the system instead of neglecting them [16] , in addition to providing insights into the thermal mass of the element. Dynamic methods may enable an extension of the monitoring period to all times of the year and potentially a reduction of the monitoring length, depending on the specific conditions encountered and method used [25] . Robust characterisation of the thermophysical properties of building elements cannot disregard the quantification of the associated error, to provide necessary context and facilitate the interpretation of results, for example to understand the significance of differences between estimates, or the range of potential pay-back times for interventions. Error estimates themselves may vary according to the context in which they are applied and interpreted. For example, the purpose of a measurement may be to compare the U-values at different points on a building element at a specific time or to compare the estimated U-values to a "true" value. In the former case, seasonal variations in U-values may be neglected, whilst the second case should address changes in parameters such as the moisture content of the element and variation in the radiative and convective heat transfer in surface resistances; both should consider error associated with the equipment ( e.g. , calibration and its impact on heat flow) and consider uncertainty in the ability of the applied model to represent the concept of a U-value. The causes and enumeration of error and uncertainties in the estimation of the thermophysical properties of buildings is discussed further in Section 2 .
Mathematically, identified errors in the model inputs ( e.g. , on in-situ measurements in this case) must be propagated to its outputs ( e.g. , the estimated R-values and U-value). Although error propagation is straightforward for static methods, this may be more complex for dynamic methods where the parameters are often estimated by means of optimisation techniques. This paper presents a method for the quantification of systematic errors ( i.e. errors caused by biases in the system that affect all observations in a consistent manner, following a constant or fixed pattern) affecting the estimates of grey-box dynamic methods. The error propagation method is then contextualised to the dynamic grey-box method described in [22, 25, 26] , and tested on two in-situ walls using measurements collected at different times of the year. The average method is also applied to the same data to compare and contrast the performance of the two approaches across the seasons.
Uncertainties in the estimation of thermophysical properties from in-situ measurements
The thermophysical properties of in-situ building elements are generally estimated from non-destructive measurements of the heat flowing through the structure and of the temperature (either of the surface or the air) on either side of it [27, 28] . Depending on the purpose of the investigation, sensors are mounted at representative locations ideally using thermal imaging to inform the process [18] . Good thermal contact between the equipment ( i.e. heat flux meters and temperature sensors) and the structure must be ensured, avoiding the formation of air pockets. The case study and experimental methods are discussed in detail in Section 4 , whilst the methods of data analysis are reviewed in Section 3.1 .
Once the data are collected, their analysis (whether using a steady-state or a dynamic method) should not disregard error analysis to identify all the quantifiable uncertainties affecting the observations ( i.e. the model's input) and estimate how these combine and propagate to the model estimates, as discussed above. An overview of the main sources of uncertainties is provided below according to the definitions of the international vocabulary of metrology [29] , contextualised to in-situ measurements and estimates of the thermophysical properties of building elements. This is followed by a description of the error analysis scheme suggested in the ISO 9869-1:2014 Standard (standardised in the UK in [15] ) and a discussion of the need for different error propagation approaches depending on the mathematical model adopted.
Monitoring and modelling uncertainties
Several uncertainties affect estimates of the as-built thermophysical performance of buildings and potentially contribute to the observed discrepancies between thermophysical parameter estimation from published material properties and in-situ measurements. The international vocabulary of metrology defines measurement uncertainty as the "dispersion of the quantity values being attributed to a measurand, 1 based on the information used" [ 29 , Section 2.26] and usually includes definitional uncertainties and measurement errors . Definitional uncertainties are a consequence of the finite amount of detail in the definition of the quantity of interest [ 29 , Section 2.27] , and practically define the minimum uncertainty achievable even in case no measurement errors have been introduced by the monitoring process. As a result, there is no unique true value of the measurand but rather a range of true values that are equally consistent with its definition [ 30 , p.87] . For example, in the context of thermophysical characterisation of buildings, definitional uncertainties occur when the measurand is defined as the U-value of a building element without specifying the exact location within the element.
Measurement errors describe the differences between the magnitude of the signal monitored by a sensor and a hypothetical reference quantity value of the phenomenon being surveyed [ 29 , Sec-tion 2.16]. These are introduced for example by the presence and intrusiveness of the equipment compared to the undisturbed configuration, accuracy (including calibration and precision errors) and state of repair of the sensors deployed, installation and placement strategy. Some measurement errors can be mitigated by adopting good-practice precautions. For example, performing preliminary surveys of the case study to assess the placement of sensors, or selecting appropriate monitoring set up and sampling intervals in relation to the time period over which the physical process investigated is expected to occur and to the response time of the equipment used [27, 28] . This is crucial to avoid the introduction of artefacts in the recorded signal ( e.g. , aliasing) or failing to capture useful information [31] . Although the selection of the sampling interval depends on several case-specific aspects (including the expected environmental conditions, the time constant of the structure, the specifications of the equipment, the method later adopted for data analysis), sampling intervals between five and sixty minutes are generally considered appropriate [28, 31] .
Additional uncertainties are introduced when the measurand is obtained indirectly from other measured quantities through a measurement model [ 29 , Section 2.48 ]. These uncertainties arise both from the process undertaken to abstract the reality into its model representation required for parameter inference, and from the incremental approximations and assumptions the modeller may introduce during the modelling process ( e.g. , when representing the reality by means of mathematical descriptions, or when discretising continuous processes on digital computers) [32, 33] . Modelling simplifications are generally introduced by neglecting in the model features that are difficult or practically impossible to foresee and/or to account for ( e.g. , structural and situational inhomogeneities, defects), and by compromising between computational efficiency and adequacy of the complexity of the model in relation to the purpose of describing the physical phenomenon.
Errors and uncertainties can further be categorised as random or systematic . Random errors [ 29 , Section 2.19] represent fluctuations of a quantity of interest around the value that would be obtained by averaging the outcome of an infinite number of repeated observations collected under consistent conditions [34] . Random errors are inversely related to the precision [ 29 , Section 2.15] of the measurement process. In case random errors can be considered independent of each other ( i.e. the occurrence of a specific error does not imply an increase or decrease in others), the precision of the combined result is improved by increasing the number of observations. Conversely, systematic errors are introduced by bias in the system that affects repeated observations in a consistent manner, following a fixed or predictable pattern [ 29 , Section 2.17] . Unlike random errors, systematic errors are not minimised by increasing the number of observations and are inversely related to measurement trueness [ 29 , Section 2.14], which can be improved by an attentive experimental procedure ( e.g. , use of calibrated sensors, or care with placement and fixation method) or an improvement of the model specification ( e.g., modelling of additional physical effects, or use of additional data streams). Measurement errors are a combination of random and systematic errors, and are inversely related to the measurement accuracy [ 29 , Section 2.13] .
Within the context of the estimation of the thermophysical characteristics of building elements from in-situ measurements, four types of errors can be defined from the combination of those listed above. Specifically, systematic measurement errors are generated by offsets in the monitoring equipment ( e.g. , due to sensor drift, or erroneous experimental set up); random measurement errors are generally introduced by noise in the system ( e.g. , grounding and shielding noise in the equipment); systematic modelling errors occur when adopting an unrepresentative or incomplete model ( e.g. , due to the use of a limited number of parameters or data streams, or to assumptions made during model specification such as the one-dimensional or the steady-state assumption); finally, random modelling errors (often referred to as "statistical errors" [ 26, 34 , Ch.4.2] ) may be introduced by the use of digital computers and can be generated by rounding effects, discretisation of continuous time series, tolerance in the termination criteria of iterative algorithms.
Error analysis in ISO 9869-1:2014 Standard
Besides methods for U-value estimation from in-situ measurements, the ISO 9869-1:2014 Standard [ 15 , p.12] provides a guideline for the calculation of the systematic error affecting estimates. Specifically, it lists the main uncertainties affecting the measurements and quantifies their proportional effect on the U-value. The uncertainties cover: the accuracy of heat flux plates (HFPs), temperature sensors, and data logging system(s); variations due to uneven thermal contact between the sensors and the surface; an operational error of the HFPs caused by their presence; variations over time of temperatures and heat flow; temperature variation within the space and between radiant and air temperature. Although these are useful references, the Standard does not detail or refer to how these percentages (generally reported as a fixed value) were evaluated, nor the methods for the quantification of more appropriate values in specific circumstances. As an example, it is stated that "the accuracy of the measurement depends on errors caused by the variations over time of the temperatures and heat flow" and that "such errors can be very large but, if the criteria described in 7.1 and 7.2 or Annex C are fulfilled, they can be reduced to less than ±10% of the measured value" [ 15 , p.13] . However, a procedure to reduce the error when the criteria are met (which should represent the majority of cases if the Standard is applied correctly) is not provided nor is addressed the variation in error according to the magnitude of the temperature difference and heat flow ( Section 2.3 ).
Combining the uncertainties stated and provided that the conditions listed in the guideline are met, the Standard suggests that the total error on the U-value is expected between 14% (combining the uncertainties in quadrature sum, i.e. considering them independent) and 28% (arithmetic sum of uncertainties, representing correlations between errors). However, adopting the percentages suggested may result in an underestimation of the systematic error affecting the estimates. Specifically, the standard lists the "accuracy of the calibration of the HFP and the temperature sensors" among the uncertainties suggesting that "the error is about 5% if these instruments are well calibrated" [ 15 , p.12] . However, it does not provide guidelines to determine whether the 5% uncertainty suggested is representative of the case study nor a method for its quantification based on sensor specifications. 2 Similarly, for the data logging system the Standard only provides a procedure for the selection of an appropriate device based on the ratio between the measurement minimum output value and the density of heat flow rate [ 15 , Annex E], but it does not warn the user on the need to account for the accuracy of the logger based on manufacturer specifications.
Systematic errors for static and dynamic methods in conditions with low average temperature difference
Since the average and the dynamic method adopted in this paper for the estimation of the thermophysical properties of the building fabric are based on a different mathematical model to describe the heat transfer, the error estimates are different in the two cases. In particular, the mathematical formulation of the average method (AM) introduces a fundamental limitation to the applicability of this method when the average temperature difference (and consequently the heat flux) is close to zero ( e.g., when the heat flux reverses over the monitoring period) since the temperature difference appears at the denominator of the U-value equation (see Eq. (1) , Section 3.1.1 ). This limitation affects both the U-value estimate and its associated systematic error. Conversely, this is not the case for the dynamic method where the parameters are estimated from the comparison of the predicted and measured time series ( e.g. , the heat flux in this work) at each sampling interval. This issue is illustrated in Fig. 1 , where the average internal-toexternal temperature difference is low (so would return a high error using static methods) but the temperature difference at each sampling interval is considerably higher, returning a lower systematic error. Given the limitation imposed on the AM by small temperature differences, the application of this method restricts the conditions in which measurements may be analysed yet return moderate error compared to the dynamic method, as the average temperature difference over the whole monitoring period is generally lower than the temperature difference at each time step.
Although the propagation of systematic errors is easily quantifiable for the AM based on the U-value definition ( Section 3.2.1 ), this is not the case for dynamic methods (like the grey-box method adopted in this paper) where the thermophysical parameters are estimated by means of optimisation techniques. A method for the estimation of the systematic errors on the estimates of dynamic methods is presented in Section 3.2.2 .
Thermophysical properties and systematic measurement error estimation from in-situ measurements
The average method [15] and the grey-box dynamic method described in [22, 25, 26] were used to evaluate the thermophysical properties of in-situ building elements ( Section 3.1 ). The systematic measurement error associated with the parameters estimated with the two frameworks were also evaluated ( Section 3.2 ). Different approaches were used for the propagation of systematic uncertainties to reflect the different mathematical formulation of the two methods, as discussed in Section 3.2 ; the two methods of Uvalue estimation are summarised in Section 3.1 .
Estimation of thermophysical properties

Average method
Among static approaches, the average method is one of the most commonly adopted to analyse in-situ measurements and evaluate the thermophysical properties of building elements [16] . According to the AM, the thermal transmittance (U-value) of a building element is defined as the ratio of the mean integral heat flow rate density and the mean integral temperature difference collected over a sufficiently long period of time [ 15 , p.6 
where Q m is the measured heat flow rate density (usually taken on the interior side of the element investigated, i.e. Q m ≡ Q m,in in Fig. 2 ) at each time step p; τ is the duration of the time step between successive observations ( i.e. the recording interval for the measured quantities); n is the number of observations; and T p int , T p ext are the internal and external temperatures at each time step.
Grey-box dynamic method
A grey-box dynamic method based on Bayesian statistics was adopted to estimate the thermophysical properties of the building element investigated ( i.e. walls in this paper). The method (introduced and described in detail in [22, 25, 26] ) combines lumpedthermal-mass models to simulate the heat transfer through a building element, and a Bayesian framework to estimate the set of parameters that best reproduce the monitored data ( i.e. the heat flux into and out of the wall in this research).
The two simplest equivalent electrical circuits of onedimensional heat flow incorporating thermal mass effects ( Fig. 2 ) are applied here, consisting of one lumped thermal mass with two lumped thermal resistances (one thermal mass model, 1TM) and two lumped thermal masses with three lumped thermal resistances (two thermal mass model, 2TM) [26] . More complex models of heat flow through the element are possible, such a three and four thermal mass models [25] ; the simpler models are presented here to focus the discussion on error analysis. For the 1TM model, the parameters were estimated both optimising the heat flux measured on the internal side of the wall only (1 HF), and the internal and external heat fluxes simultaneously (2 HF) [26] . The latter configuration was also used to optimise the parameters of the 2TM model. Applying a Bayesian approach, the best-fit parameters ( θ MAP ) were estimated using the maximum a posteriori (MAP) approach. Specifically, these were estimated by maximising their posterior probability distribution ( i.e. the probability of the vector of parameters, θ , given the measured data, y , and a model, H , of the underlying physical process of interest):
where P(y | θ , H) is the likelihood function; P(θ | H) is the prior probability distribution of the parameters; P(y | H) is the evidence (or marginal likelihood). The likelihood describes the ability of the model to explain the measurements, the prior represents the initial estimated probability distribution of each parameter based on expert knowledge before observing any data, and the evidence is a normalisation factor. The method used in this paper follows that in [26] , but with an improved formulation for the likelihood function as in [25] . Owing to the Bayesian framework, the widely used assumption of independent and identically distributed (i.i.d.) residuals ( i.e. the difference between the measured and modelled time series) previously made in [26] was obviated by introducing a prior distribution for the residuals that accounts for their potential autocorrelation [25] . This prior was chosen such that its scale parameter coincided with the variance of the noise term computed from all the known and quantifiable systematic uncertainties affecting the data streams optimised ( i.e. the heat flow rate density in this paper). Consequently, no tests on the residuals ( e.g. , analysis of the autocorrelation function or the cumulated periodogram [36] ) are required.
Bayesian model comparison (described in [26] ) was undertaken to select the model among the several devised that is most likely to describe the underlying physical process. To be a fair comparison of models, the same input data is used: the 1TM (2 HF) and 2TM models are therefore compared in this work.
Estimation of systematic measurement error on thermophysical properties
Different approaches for the propagation of the systematic measurement error on the thermophysical estimates were implemented for the two methods to reflect their different mathematical modelling. Although the propagation of systematic errors is easily quantifiable for the AM based on the U-value definition ( Section 3.2.1 ), this is not the case for dynamic methods (like the grey-box method adopted here) where the thermophysical parameters are estimated by means of optimisation techniques. A method for the quantification of the systematic errors on the estimates of dynamic methods is presented below ( Section 3.2.2 ).
Error propagation for the average method
The systematic error affecting the U-value estimates obtained with the AM was quantified using a linear error propagation by means of a first-order Taylor expansion [ 34 , Ch.4.3] of the U-value definition ( Eq. (1) ):
where Q m and T are respectively the measured heat flux (usually the heat flux into the internal surface) and the difference between the internal and external temperatures; d Q m and d T are their differentials. Applying the propagation of error formulas [37] to Eq. (3) and assuming that the systematic measurement errors on the heat flux observations σ Q m and the temperature data streams ( σ T, ε ) are independent, the relative systematic error on the U-value can be computed as:
Error propagation for the dynamic method
Propagation of error formulas [37] (like those adopted in Section 3.2.1 ) cannot be directly applied for methods estimating the parameters of interest by means of optimisation techniques, as in this case the parameters are estimated by minimising a given cost function ( e.g. , Eq. (2) ) instead of being explicitly calculated from a formula. The systematic measurement error affecting the thermophysical parameters estimated with optimisation methods can be quantified from the analysis of the global optimum of the unnormalised posterior probability distribution [25] . Defining (y, θ ) as the log-posterior of the parameters given all observations ( i.e. both heat flux(es) and temperature data streams), its gradient with respect to the parameters has to be zero at the maximum of the function ( i.e. the MAP):
Since θ MAP depends on the observations and Eq. (5) describes a stationary point, using the chain rule 3 the derivative of Eq. (5) with respect to the data is:
Therefore, the dependency of the MAP from the observations can be calculated from Eq. (6) as:
where −
is the Hessian of the minus logarithm of the posterior probability distribution and its inverse coincides with the covariance matrix under the Laplace approximation;
∂ θ∂ y is a matrix whose elements i, j contain the derivative of the logposterior with respect to the i -th parameter and to perturbations of the j -th data stream (this term can be easily computed using finite differences).
Since the variations of the total R-value ( R tot ) are simply the sum of the variations of the R parameters contributing to it, this can be formally expressed as:
As the U-value is the inverse of the total R-value, its variations can be calculated according to the formulas for the error propagation of a ratio [ 34 , Ch.4.3] :
3 The chain rule for a composition of functions f ( x, g ( x )) states that:
The absolute systematic error on the U-value is represented by the quadrature sum of the uncertainties on each data stream, assuming that these are independent:
where σ ε is the systematic measurement error on each data stream, which comprises both the error on the heat flux ( σ Q , ε ) and temperature ( σ T , ε ) measurements.
The random modelling (or statistical [26, 34] ) error on the parameter estimates is quantified from the covariance matrix obtained during the Bayesian inference [26] . A first-order Taylor series expansion is applied to calculate the modelling error on the U-value given the thermal resistances contributing to it.
Experimental method and analysis
Case studies
Two in-situ walls of different construction ( i.e. one solid and one full-fill cavity wall) were monitored long term and used as case studies to investigate the effects of seasonal and temperature variations on the estimation of thermophysical properties and the associated systematic errors. A description of the monitoring campaigns is provided below.
Solid wall in an office building (OWall)
The OWall case study was a traditional north-west-facing solid wall located on the first floor above ground of an occupied office building in London (UK). From the outside, the wall is made of a layer of exposed brick 350 ± 5 mm and a layer of plaster 20 ± 5 mm expected to be lime, for a total thickness of 370 ± 7 mm . The wall was instrumented with a pair of heat flux plates [35] and type-T thermocouples, placed in-line with each other on opposite sides of the wall [26] . The internal HFP was secured to the wall using a layer of low-tack tape on the wall-facing side of the sensor followed by a layer of double-sided tape [38] , while for the external HFP a thin layer of water-resistant elastomeric polymer was used on the edges (only) and a layer of heat compound on the remaining area. The thermocouples were taped on the guard ring of each HFP, using thermal paste on the hot junction to ensure good thermal contact with the wall [38] . Measurements were sampled every 5 s and averaged over 5-min intervals using a Campbell Scientific CR10 0 0 [39] data logger. The OWall was monitored for a full year, from the 2nd of November 2013 to the 1st of December 2014 [40] .
Cavity wall in an unoccupied residential building (UHWall)
The UHWall case study was a 1970s north-facing filled cavity wall located at the ground floor of an unoccupied residential building in Cambridgeshire (UK). The wall is 275 ± 10 mm thick and consists of four layers. From the exterior, 100 ± 5 mm of exposed bricks are followed by a 65 ± 5 mm cavity likely to be filled with urea formaldehyde foam, 100 ± 5 mm aerated concrete blocks, and 10 ± 5 mm plaster. According to visual inspection (also on a neighbouring property of same structure and period of construction) and to literature on the performance of urea formaldehyde foam [41] , the insulation layer is expected to have shrunk inside the wall cavity and the thermal resistance of the wall is expected to have decreased accordingly.
A pair of HFPs [35] and thermistors was placed in-line with each other on opposite sides of the wall. A thin layer of siliconfree heat compound was used under each sensor to ensure good thermal contact with the wall. Indoor sensors were secured using masking tape (only on the guard ring for the HFP), while a thin layer of silicon sealant was applied on the edges of the external equipment. Data were sampled every 5 s and averaged over 5-min intervals using Eltek 451/L and 851/L data loggers [42] . The UHWall was monitored from the 12th of March 2015 to the 30th of August 2015 [43] .
Experimental analysis
A number of quantities have to be pre-computed to initialise the Bayesian analysis, including the quantification of the systematic measurement error on each data stream and the prior probability distribution on the parameters of the dynamic model. The data analysis framework is also described below.
Systematic measurement error on the data streams
To estimate the systematic error affecting the thermophysical properties of the element under study ( Sections 3.2.1 and 3.2.2 ), all the known and quantifiable systematic uncertainties affecting both the heat flux and temperature measurements have to be considered. Depending on the nature of the uncertainties, these can be classified as relative (if proportional to the magnitude of the observation) or absolute. Assuming that the uncertainties affecting the observations can be considered independent, the systematic measurement error on each data stream can be calculated as the quadrature sum of the individual relative and absolute uncertainties:
where δ a ε is the total absolute uncertainty for each data stream; δ r ε is the total relative uncertainty for each data stream; E p m , ε are the measured observations for each data stream at each time step; n is the number of observations analysed.
In this paper, the systematic measurement error on the temperature data streams was calculated combining the accuracy of the temperature sensors and the data logging system in quadrature sum according to Eq. (11) . Similarly, the following uncertainties were considered to calculate the systematic measurement error on each heat flux data stream: (a) the accuracy of the equipment ( i.e. HFP and data logging system(s) involved in the analysis, according to manufacturers' specifications); (b) the effect of random variations caused by imperfect thermal contact between the sensor and the wall (5% according to [15 , p.13] ); (c) an uncertainty due to the modification of the isotherms caused by the presence of the HFP (3% according to [ 15 , p.13] ). Owing to the use of surface temperatures, the calculation omitted the 5% uncertainty in [ 15 , p.13 ] to account for differences between air and radiant temperature, and temperature variations within the space [26] . For the AM, an extra 10% was added in quadrature sum to account for errors caused by the variations over time of the temperatures and heat flow, as suggested in [ 15 , p.13].
Priors on the parameters of the model
The use of prior probability distributions enables the coupling of information extracted from measurements with tabulated values; utilising this expert information enhances the robustness of the estimates and potentially reduces the monitoring time and costs. In general, either uniform or non-uniform priors ( e.g. , lognormal distributions as in [25] ) can be defined depending on the amount of information available on the parameters of the problem. Uniform priors were used in this paper since the distributions of the thermophysical properties for some of the materials constituting the cavity wall ( e.g. , aerated concrete blocks) were not readily available in the literature. It is hoped that stochastic data bases such the one developed by Zhao and colleagues [32] will be readily available for all building materials in the future as these would be a useful resource for the development of probabilistic methods for the assessment of the hygrothermal behaviour of buildings and building components.
For both case studies large priors were defined to encompass all expected values for the thermophysical parameters, with significant safety margin. These ranged between [0.01, 4.00] m 2 K W −1 for all thermal resistances, between [0.1, 2 · 10 6 ] Jm −2 K −1 for all effective thermal masses, and in [ −5 , 40 ] °C for their initial temperature.
Hypothetical monitoring campaigns
During experimental analysis, it is good practice to ensure that the length of the time series used for parameter estimation is appropriate, and consequently the estimates obtained are representative of the performance of the building element surveyed. Short monitoring campaigns are preferable for practical reasons (such as minimising the inconvenience to the occupants and costs) to expand the use of in-situ measurements for the characterisation of buildings in practice. Consequently, it is important to determine the minimum number of observations that return a robust estimation of the thermophysical parameters of the building element investigated. This requirement arises from the contrasting need for a time series that is sufficiently long to ensure that the estimates are accurate and have small variability, but that is not too long to ensure that the assumption of a unique model to explain the data over the monitoring period ( e.g., constant parameters) holds. At the beginning of the monitored time series, when little data is available, the estimates are noisy and prone to overfitting. Subsequently, with the supplement of new observations, the estimates improve until the addition of new data does not enhance the prediction of the parameters significantly and the values stabilise around a final value. This concept is referred to as "stabilisation" in this paper.
A number of stabilisation criteria are listed in Section 7.1 of [ 15 , p.9] to determine the minimum length of the time series analysed while ensuring that: (a) the steady-state assumption at the basis of the AM holds for the period investigated, and (b) the estimates have converged to an asymptotic value. No standardised criteria are available (to the authors' knowledge) to determine the minimum length of the time series to be analysed with a dynamic method. Therefore, in this work the criteria in [ 15 , p.9] were also imposed for the dynamic analysis, although these may be too conservative in this case (as shown by the evolution of the U-value over time in [ 25 , Ch.5 
]).
To test and compare the performance and robustness of the average and dynamic method (both in terms of U-value estimations and associated systematic measurement errors) at different times of the year, shorter time series were extracted from the two longterm monitoring campaigns. Each shorter time series was started seven days apart and lasted until the stabilisation criteria [ 15 , p.9] were met using the AM. 4 The time series so obtained were adopted with all data analysis methods ( i.e. average and dynamic). This approach, referred to as "hypothetical monitoring campaigns" in this paper, effectively synthesises a large number of repeated measurements at different times of the year to test the performance of the methods when the buildings were exposed to different environmental conditions.
Results and discussion
The OWall and UHWall case studies were used to test and compare the performance of the average and dynamic methods at different times of the year, both in terms of U-value estimates and associated systematic measurement error. The modelling errors on the U-values are not reported below as these were always substantially smaller than the measurement errors (at least an order of magnitude lower); the total error is dominated by the latter. Initially, the time series were checked and cross-referenced with the metadata to exclude periods where problems in the data collection were identified or data were repeatedly missing. Hypothetical monitoring campaigns that: (a) had not met the stabilisation criteria (described in Section 4.2.3 ) before one of these periods, or (b) had not met the stabilisation criteria within 30 days were excluded from the analysis. The 30-day threshold on the length of the time series was selected to both reflect practical timescales to complete such measurements and to ensure that the assumption of constant model parameters is reasonable. For a longer monitoring campaign the likelihood that this latter assumption holds reduces since as the length of the monitoring campaign rises, the risk of changes to parameter values increases ( e.g. , due to changes in the environmental conditions the building element is exposed to during the survey, such as variations in moisture content, moisture penetration depth of wind-driven rain, wind patterns). A plausible range of U-values was also determined on the basis of each wall structure using thermophysical properties in the literature.
Literature U-values
A range of possible U-values was defined for each case study due to the lack of specific information about the thermophysical properties of its materials. The U-value ranges were determined combining the upper and lower values of tabulated thermal conductivity for the materials constituting the layers and their known thickness, and adding constant internal 0 . 13 m 2 KW −1 and external 0 . 04 m 2 KW −1 air film resistances [44] .
Following the procedure above, the literature U-value for the OWall is between 1.11 and 2.16 Wm −2 K −1 , as the thermal conductivity of solid brick is expected to lie in the range 0.50 to 1.31 mKW −1 and that of lime plaster between 0.70 and 0.80 mKW −1 [45] . The brick layer was considered homogeneous in the calculation ( i.e. mortar joints were not accounted for separately) as the range of thermal conductivity for mortar falls within the values for solid brick. Similarly, the U-value for the UHWall ranged between 0.32 and 0.40 Wm −2 K −1 , using a thermal conductivity between: 0.22 and 0.81 mKW −1 for plaster, 0.15 and 0.24 mKW −1 for aerated concrete blocks, 0.031 and 0.035 mKW −1 for urea formaldehyde foam, and 0.50 and 1.31 mKW −1 for the outer-leaf brick work.
In-situ U-value estimates for the solid wall
From the long-term time series collected on the OWall, two weeks of data (between the 16th and the 30th of May 2014) were excluded from the analysis due to repeated missing data for the internal thermocouple. Of the remaining data, fifty-two hypothetical monitoring campaigns were analysed after removing the periods where the acceptance criteria in Section 5 were not met. The length of each hypothetical monitoring campaign ( i.e. the number of days required for the AM to stabilise, Section 4.2.3 ) ranged between three and thirty days. Time series of up to ten days were needed in the autumn and winter period, whilst the required length increased in warmer seasons. Note that three days is the minimum length imposed by the ISO Standard [ 15 , p.9] , however [ 25 , Ch.5] showed that the evolution of the U-value over time may be stable in a much shorter time span with the dynamic method.
The U-value estimates from the AM and dynamic method (using the 1TM (1 HF), 1TM (2 HF) and the 2TM models) were within the margin of the absolute systematic measurement error for all hypothetical monitoring campaigns. The U-value estimates were Table 1 Minimum, maximum, mean and standard deviation of the U-value estimates and the associated relative systematic measurement error for the OWall over the hypothetical monitoring campaigns, estimated with the average and the dynamic method. The range of U-values from tabulated thermophysical properties is also reported. also within the range of values expected from the literature for a wall similar to the OWall ( Table 1 ). The minimum, maximum, mean and standard deviation of the U-value estimates for each model are summarised in Table 1 . The mean U-value for the AM, 1TM (1 HF) and the 2TM models virtually coincided, while it was slightly higher (about 4% increase) for the 1TM (2 HF) model (although within the standard deviation of the other cases). The 2TM model had the smallest standard deviation ( i.e. the spread of the Uvalue estimates from their mean value over the fifty-two periods), while the AM had the largest. The standard deviation of the 2TM model was half that of the AM. The ranges of the relative systematic error on the U-values estimated with the different methods and models over the fifty-two hypothetical monitoring campaigns are also summarised in Table 1 . The AM presented the highest minimum and maximum values, while the dynamic method was generally characterised by smaller ranges. In particular, the 2TM model had the smallest range of relative systematic error throughout the year ( i.e. between 9% and 27%). The mean relative systematic error obtained from the dynamic method was comparable for all models considered. The relationship between U-value estimates and their associated relative systematic error as a function of the average temperature difference between the internal and external environment 5 was investigated ( Fig. 3 ) . As expected from the mathematical formulation of the AM, the relative systematic error increased as the average temperature difference decreased, reaching a maximum of 50% error for the smallest average temperature difference observed (1.6 °C). Similarly to the AM method, for the dynamic method the magnitude of the relative systematic error increased as the temperature difference decreased, although within a narrower range (generally up to 30%). This result can be ascribed to the different mathematical modelling of the dynamic method, where the temperature difference is calculated at each observation instead of being averaged over the monitoring period (as discussed in Section 3.2 ). The 13% uniform relative systematic error obtained combining in quadrature sum the uncertainties listed in the ISO 9869-1 Standard [15] excluding the temperature variations within the space (as discussed in Section 4.2.1 ) is also shown in Fig. 3 .
In-situ U-value estimates for the cavity wall
Twenty-four hypothetical monitoring campaigns were analysed for the UHWall, as all the periods met the acceptance criteria in Section 5 . The length of each hypothetical monitoring campaign ranged between three and twenty-eight days. A summary of the minimum, maximum, mean and standard deviation of the U-value and the associated relative systematic error for the UHWall es- 5 Referred to as "average temperature difference" in the following for conciseness. timated with the average and dynamic method (using the 1TM (1 HF), 1TM (2 HF) and 2TM models) is presented in Table 2 .
For each hypothetical monitoring campaign, the U-value estimates obtained with the average and dynamic method were within the margin of the systematic measurement error. However, the in-situ estimates were higher than the range of values that would be expected from literature calculation making the assumption that the cavity is fully-filled [25] ( Table 2 ). This result supports the expectation that the foam insulation may have shrunk close to the measurement location, leading to only partial-fill ( Section 4.1.2 ).
Similarly to the OWall case study, the mean U-value was comparable in all cases except the 1TM (2 HF) model ( Table 2 ) , where the mean U-value was lower. As previously observed for the OWall, the AM presented the highest minimum and maximum value for the relative systematic error on the U-value, although the error ranges were usually smaller for the UHWall than the OWall. The reduction of the systematic error may be ascribed to the use of higher accuracy temperature sensors in this case study and the larger minimum average temperature difference observed (2.4 °C) compared to the OWall (1.6 °C). The thermistors used on the UHWall had an accuracy of 0.1 °C, while the type-T thermocouples installed on the OWall had an accuracy of 0.5 °C.
The U-value estimates and the associated relative systematic error as a function of the average temperature difference observed during the corresponding hypothetical monitoring campaign are presented in Fig. 4 , as well as the 13% uniform relative systematic error suggested in the ISO 9869-1 Standard [15] (as discussed in Section 5.2 ). Similarly to the OWall, the U-value estimates obtained with the 1TM (2 HF) had a different trend than the estimates obtained with the other dynamic models and the AM. Furthermore, the relative systematic error had comparable behaviour to the OWall case study, although the error ranges were generally smaller ( Table 2 and Fig. 4 ) . As previously observed, the relative systematic errors on the U-values tended to increase when the wall was exposed to smaller average temperature differences.
Comparison of the error estimates from static and dynamic methods across the case studies
The analysis presented above shows that the insights derived from in-situ measurements may be considerably limited by the associated relative systematic error. This error generally increases as the average temperature difference between the internal and external environment decreases, even when the stabilisation criteria ( Section 4.2.3 ) are met and the U-value estimates look plausible 6 Tables 1 and 2 ). The average temperature difference is particularly relevant for analysis undertaken using the AM, as the measured heat flux and temperature difference constitute the denominator of Eq. (4) . Conversely, the use of monitored data at each sampling interval for parameter estimation with the dynamic method was shown to reduce systematic uncertainties ( Figs. 3 and 4 ) throughout the year. This suggests that the choice of the estimation method for the thermal performance of building elements from in-situ measurements should account for several factors, including: the location of the case study, the time of the year, and the purpose of the survey. For example, the use of a dynamic approach may decrease error estimates throughout the year for mild climates where the average temperature difference may rarely be higher than 10 °C (as commonly recommended for best-practice in-situ monitoring [18] ) even in the winter period [19] .
Figs. 3 and 4 show that for the AM the error on the U-value is underestimated assuming independent uncertainties but without accounting for the accuracy of the equipment ( i.e. applying the 13% uniform relative systematic error obtained combining in quadrature sum the uncertainties in [15] , as discussed in Section 5.2 ). Specifically, for the AM the systematic error including the equipment specification fell within the value in the ISO 9869-1 Standard [15] in only 12.5% of the cases ( i.e. 3 hypothetical monitoring campaigns out of 24) for the UHWall and never for the OWall; this comparison cannot be directly made for the dynamic method as in this case the 10% uncertainty for errors caused by the variations over time of the temperatures and heat flow does not apply (see Section 4.2.1 ). In line with previous work [19] , this result highlights the role of the accuracy of the monitoring equipment ( ±0.1 °C for the temperature sensors on the UHWall compared to 0.5 °C for those on the OWall) in the total error estimates from insitu measurements and the potentially significant impact of propagating errors on the basis of the equipment used rather than applying assumed values.
Applying the dynamic method, smaller relative systematic errors were generally obtained ( Figs. 3 and 4 ; Tables 1 and 2 ) from the models optimising two heat flux data streams (1TM (2 HF) and 2TM models) compared to that optimising only one (1TM (1 HF) model) heat flux time series (and also the AM). Additionally, the relative systematic errors for the 2TM model were generally smaller than those for the 1TM (2 HF) model, and the Uvalue estimates were more stable throughout the year. Comparable results were observed for an additional fully-filled cavity wall belonging to a different case-study building monitored long term by the authors and reported in [25] .
The Bayesian analysis method enabled the comparison of the probability of different models accurately describing the observed data, using the same input time series for the 1TM (2 HF) and the 2TM models (as introduced in Section 3.1.2 ). The odds ratio strongly supported the 2TM model for all hypothetical monitoring campaigns in both case studies. The result suggests that although the 1TM (2 HF) model is useful for model comparison purposes, the availability of only one effective thermal mass to simultaneously describe heat flux measurements from the two heat flux data streams is not sufficient. This complements the insights gained from Tables 1 and 2 , where the 1TM (2 HF) model presented higher mean U-value, and from Figs. 3 and 4 , where the U-value estimates using the 1TM (2 HF) model had a different trend (especially for low average temperature differences) compared to the other methods and models. The lumped thermal mass model consisting of two thermal masses and three thermal resistances was shown to provide a good description of data collected at all times of the year for building elements of different construction ( i.e. solid and cavity walls), providing robust estimates of their thermophysical properties.
Conclusions
This research highlights the importance of error analysis to gain robust insights into the actual thermal behaviour of buildings from measurements collected in situ. The propagation of systematic measurement uncertainties on the thermophysical properties of building elements ( e.g. , R-values and U-value) was investigated in this paper by means of two case studies ( i.e. a solid and a cavity wall) monitored long-term. U-values were estimated both using the average method and a grey-box dynamic method based on Bayesian statistics. Different approaches were used to quantify the systematic measurement error on the U-value estimates to reflect the different mathematical description of heat transfer in the two methods adopted. While a linear error propagation from the definition of U-value was applied for the AM, a method for the quantification of the propagation of uncertainties on the parameters estimated using optimisation techniques was proposed.
The results highlight the importance of the quantification of the error based on the equipment used and the conditions experienced. Whilst the required accuracy of a result may vary depending on the purpose of the analysis, quantifying the error estimate facilitates informed decision making. In this work systematic errors estimated through propagation, including equipment accuracy, only fell within the 13% relative systematic error suggested in the ISO 9869-1 Standard [15] for 12.5% of the cases for the cavity wall and never for the solid wall; errors were assumed independent throughout. Besides showing that the application of a uniform 13% error would be misrepresentative, this work highlights the importance of the equipment error and the impact of using lower accuracy equipment on the certainty of results.
The analysis showed that, as expected, total relative error increases as the difference between internal and external average temperatures decreases. The relative systematic errors on the AM estimates were highly sensitive to the average temperature difference observed during the monitoring period ( i.e. the lower the average temperature difference the higher the relative systematic error). This result emphasises that the estimation of thermophysical properties from in-situ measurements cannot disregard error analysis even when the estimates may look plausible and in line with literature calculation, as the magnitude of the systematic measurement error may effectively nullify the insights gained from the analysis.
Use of the dynamic method significantly reduced systematic error at all times of year compared to the AM. A dynamic method, and derivation of error accounting for the use of optimisation methods, may therefore be applied to provide modest error estimates also in cases that the average internal-to-external temperature difference is considerably lower than 10 °C. The application of a dynamic method of U-value estimation may extend the use of in-situ measurements outside the winter period or to climatic regions where the average temperature difference is generally low.
Results from three different dynamic models associated lower systematic measurement error with the use of more data, in the form of measurements from both an internal and external heat flux plate. The 2TM model presented the smallest relative errors among all models and its U-value estimates were the most stable throughout the year; Bayesian model comparison also favoured this model compared to the 1TM (2 HF) model, which also displayed unexpected trends in the results, most likely associated with challenges of optimising the size of one effective thermal mass using two heat flux data streams.
Quantifying the errors associated with U-value estimates is important to facilitate informed decision making and quality assurance, for example in the investigation into the quality of installation of a building component or to determine the costeffectiveness of a retrofitting intervention. Whilst the error that may be tolerated in U-value estimates may vary according to the purpose and use of the results, lower error (assuming that it is representative) is generally desirable. This study shows that use of a dynamic method of U-value estimation from in-situ measurements, with an error quantification method that accounts for the optimisation technique used, can result in significantly lower error estimates than those from propagation of error with a static method. The associated decrease in internal-to-external temperature difference required during in-situ measurements that results in U-value estimates with moderate errors extends the applicability of such methods in support of closing the performance gap.
